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PROLINE®

Vented Gland Plate
Plat Exhalé De Glande
Placa Expresada De la Glandula
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NOTE:

e ltems 1 and 2 are included in plinth base package.

NOTE:

* Les points 1 et 2 sont inclus dans le paquet de Base De Plinth.

NOTA:

* Los articulos 1y 2 se incluyen en paquete de las Bases De Plinth.
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NOTE:

e ltems 1 and 2 are included in plinth base package.
¢ This installation instruction shows final assembly.
» This vented gland plate must be used with the vented plinth base.

NOTE:

* Les points 1 et 2 sont inclus dans le paquet de Base De Plinth.

» Cette instruction d’installation montre 'assemblée finale.

» Ce plat exhalé de glande doit étre utilisé avec la base exhalée de plinth.
NOTA:

* Los articulos 1y 2 se incluyen en paquete de las Bases De Plinth.

» Esta instruccion de instalaciéon demuestra a asamblea final.
» Esta placa expresada de la glandula se debe utilizar con la base expresada del plinth.
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